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CODE SUMMARY

2006—2015 |NTERNATIONAL BUILDING COD

2009-2012 UNIFORM MECHANICAL CODE

2006—2015 INTERNATIONAL MECHANICAL COD

2000 MINNESOTA STATE ENERGY CODE (CH. 1323)

2004 CHICAGO BUILDING CODE

2013 KENTUCKY BUILDING CODE

2007 MINNESOTA STATE MECHANICAL CODE (CH. 1346—2000 IMC & 2000 IFGC W/

AMEND.)

2007 MINNESOTA STATE BUILDING CODE

2009 NEW MEXICO COMMERCIAL BUILDING CODE
2014 NEW MEXICO ELECTRICAL CODE

2009 NEW MEXICO MECHANICAL CODE

2009 MICHIGAN BUILDING CODE

2012 MICHIGAN MECHANICAL CODE

2011 MICHIGAN ELECTRICAL CODE

2013 CALIFORNIA BUILDING CODE

2013 CALIFORNIA GREEN BUILDING STANDARDS
2013 CALIFORNIA ENERGY CODE TITLE 24
2013 CALIFORNIA ELECTRICAL CODE

2013 CALIFORNIA FIRE CODE

CALIFORNIA TITLE 25

2010 NEW YORK CITY BUILDING CODE

2010 NEW YORK STATE BUILDING CODE

2010 NEW YORK STATE ELECTRICAL CODE

2010 NEW YORK STATE MECHANICAL CODE

2010 NEW YORK STATE ENERGY CONSERVATION CONSTRUCTION CODE
2010 NEW YORK STATE FIRE CODE

NORTH DAKOTA ELECTRICAL WIRING STANDARDS

2010 FLORIDA BUILDING CODE WITH 2012 AMENDMENTS
2010 FLORIDA BUILDING CODE MECHANICAL

2010 FLORIDA BUILDING CODE FUEL GAS

8TH
2011 OHIO BUILDING CODE

2011 OHIO MECHANICAL CODE

2011 OHIO FIRE CODE

2014 OREGON STRUCTURAL SPECIALITY CODE

2014 OREGON MECHANICAL SPECIALITY CODE

2014 OREGON ENERGY EFFICIENCY SPECIALITY CODE
2012 NORTH CAROLINA BUILDING CODE

2011 NORTH CAROLINA ELECTRICAL CODE

2012 NORTH CAROLINA MECHANICAL CODE

2012 NORTH CAROLINA ENERGY CONSERVATION CODE

MASSACHUSETTS STATE BUILDING CODE

2012 TEXAS ACCESSIBILITY STANDARDS

1996—-2014 ATIONAL CTRICAL COD

1989,1999,2001,2004,2007,2010 ASHRAE 90.1
2000,2003,2006,2009,2012 INTERNATIONAL ENERGY CONSERVATION CODE
2000,2003,2005,2006,2009,2012 NFPA 101 LIFE SAFETY CODE
2009,2012  INTERNATIONAL FUEL GAS CODE

2012 NFPA 1 UNIFORM FIRE CODE WITH 2013 AMENDMENTS

2002 ARKANSAS FIRE PREVENTION CODE

2009 NORTH CAROLINA FIRE PREVENTION CODE

RHODE ISLAND FIRE SAFETY CODE

}g‘
]

LISTED CODES INCLUDE LATEST STATE ADOPTED AMENDMENTS.

THIS SHELTER IS AN "ENCLOSED STRUCTURE” NOT INTENDED FOR HUMAN HABITATION.
APPROVED MODEL MAY BE MIRROR IMAGE.

OCCUPANT LOAD = 0, OHIO = 2

SPECIAL CONDITIONS AND PERMISSIBLE TYPES OF GASES: N/A

SHELTER HAS NO COUNTY PLACEMENT RESTRICTION IN THE STATE OF MARYLAND.
STATE INSIGNIA LABEL/DECAL IS LOCATED NEAR MAIN ELECTRICAL SERVICE PANEL.
DOOR MUST BE MINIMUM 90 MINUTE FIRE RATED IF USED IN 2 HOUR FIRE RATED
SHELTER AND MINIMUM 45 MINUTE FIRE RATED IF USED IN 1 HOUR FIRE RATED
SHELTER.

NOT SUBJECT TO FLORIDA FIRE SAFETY CODE, COMPLIANCE IS THE RESPONSIBILITY
OF THE LOCAL JURISDICTION CODE OFFICIAL.

ACCESS TO SHELTER SHALL COMPLY WITH MARYLAND ACCESSIBILITY CODE COMAR
.05.02.02.07/ADAAG SECTION 4.1.2.

APPLICABLE INTERNAL PRESSURE COEFFICIENT (N/A) — THESE SHELTERS CONFORM
TO THE REQUIREMENTS OF (2000,03,06,09 IBC), ASCE 7—05, METHOD 1 SIMPLIFIED
PROCEDURE; (2012 IBC, 2010 FBC) ASCE 7—10 SIMPLIFIED DIAPHRAM LOW-RISE
BUILDINGS.

. WIND IMPORTANCE FACTOR — IW = 1.000
. THESE PLANS ARE DESIGNED TO BE USED FOR THE CONSTRUCTION OF COMMERCIAL

MODULAR UNITS, IN ACCORDANCE WITH CA HEALTH AND SAFETY CODE SECTION
18028, 1991 UBC, 1993 NEC, ANSI A117.1-1986.

. HVAC UNITS ARE SIZED PER CUSTOMER REQUIREMENTS.

. EXTERNAL GROUNDING BY OTHERS.

. SHELTER CONSTRUCTED IN ACCORDANCE WITH 61G20-3.006.

. THIS BUILDING DOES NOT CONTAIN PLUMBING FACILITIES. PLUMBING FACILITIES SHALL

BE PROVIDED ON SITE SUBJECT TO THE LOCAL AUTHORITY HAVING JURISDICTION.
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COVER SHEET

PARTS LIST

PARTS LIST CONTINUED

PARTS LIST CONTINUED

CUT LIST/SHOP DETAILS

EXTERIOR ELEVATION *A”

EXTERIOR ELEVATION “C”

EXTERIOR ELEVATIONS "B” & "D”

FLOOR PLAN

EQUIPMENT OVERLAY

REFLECTED CEILING PLAN (ELECTRICAL)
WIREWAY DETAIL

REFLECTED CEILING PLAN (MECHANICAL)
INTERIOR ELEVATION “"A” (ELECTRICAL)
INTERIOR ELEVATION "C” (ELECTRICAL)
INTERIOR ELEVATIONS "B” & "D" (ELECTRICAL)
INTERIOR ELEVATION “"A” (MECHANICAL)
INTERIOR ELEVATION “"C” (MECHANICAL)
INTERIOR ELEVATIONS "B” & "D" (MECHANICAL)
GROUND BAR DETAILS

ELECTRICAL SCHEMATIC

LOW VOLTAGE WIRING SCHEMATIC

HVAC WIRING SCHEMATIC
SMOKE/HYDROGEN DETECTOR SCHEMATIC
CABLE LADDER DETAILS

* = DENOTES SHEETS WHICH MAY CONTAIN FIELDWORK

REFERENCE DRAWINGS

108-001
108-002
108-007
108—-008
108-015
108-016
108-035
108—-088
108-089
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—01 6" SLAB FOUNDATION PLAN (FLAT TIE DOWN)

6” SLAB FOUNDATION PLAN (ANGLE TIE DOWN)

ABBREVIATIONS AND SYMBOLS

CONCRETE SHELTER PANEL CONNECTION DETAILS

GENERAL ELECTRICAL NOTES & LEGEND

GENERAL CASTING SPECIFICATIONS

CONCRETE SHELTER INTERIOR INSULATION/PANEL INSTALL. DETAILS
SHELTER LIFTING DETAILS

SHELTER LOADING DETAILS

STRUCTURAL SPECIFICATIONS
STRUCTURAL LAYOUT SIDE WALL "A”
MESH LAYOUT SIDE WALL "A”
STRUCTURAL LAYOUT END WALL "B"
STRUCTURAL LAYOUT SIDE WALL "C”
MESH LAYOUT SIDE WALL "C”

DESIGN PARAMETERS
USE GROUP: S—2 (IBC, FBC)

U (0BC)
CONSTRUCTION TYPE: v-B (IBC, FBC)

OCCUPANCY CATEGORY: I

ROOF LIVE LOAD: 120 PSF

FLOOR LIVE LOAD: 207 PSF

GROUND SNOW LOAD: 143 PSF (N/A FOR FBC 2010)
WIND SPEED: 150 MPH/EXPOSURE C

SEISMIC ZONE FOR SBC & UBC: 4
SEISMIC DESIGN CATEGORY FOR IBC:  E (IBC)
USE GROUP-IIl (OBC)
SITE CLASS—D (OBC)
BULLET RESISTANCE LEVEL 4 FOR 4" CONCRETE PER IBC
CONCRETE f'c: 5000 PS| AT 28 DAYS
CONCRETE UNIT WEIGHT: 115 PCF
FIRE RATING: 2 HOUR WALL PER IBC/FBC TABLE 720.1 (2) ITEM NUMBER 4—1.1,
2 HOUR ROOF PER IBC/FBC TABLE 720.1 (3) ITEM NUMBER 3-1.1,
SOLID LIGHTWEIGHT CONCRETE
(LIMITATIONS MAY APPLY DUE TO OPENINGS AND PROXIMITY ON SITE)
MINIMUM FIRE SEPARATION DISTANCE: 10FT

PHYSICAL PROPERTIES
SHELTER DIMENSIONS: 12°—0"W X 24'-0"L
SHIPPING DIMENSIONS: 12'=3"W X 27'—13"L X 10’'-1}4"H
SHELTER WEIGHT: 63,000 # (SHELTER ONLY)
EXCLUDES BATTERIES AND RADIO EQUIPMENT

STRUCTURAL LAYOUT END WALL "D”
STRUCTURAL LAYOUT ROOF

EXTERIOR COMPONENTS AND CLADDING POSITIVE AND NEGATIVE PRESSURES IN TERMS OF PSF

2000 IBC, 2003 1BC, 2006 IBC,

ZONE 120 MPH WIND SPEED | 120 MPH WIND SPEED

2000,2003,2006,2009,2012 1BC,
150 MPH WIND. SPEED 2010 FBC, 180 MPH WIND SPEED

ROOF ZONE 1 (100 SF EFFECTIVE WIND AREA) +12.1/-28.7 +10.0/-28.7

+15.7/-44.8 +22.7/-645

ROOF ZONE 2 (20 SF _EFFECTIVE WIND AREA) +12.1/—46.9 +12.0/—46.9

+18.6/-73.4 +26.9/-105.8

ROOF ZONE 3 (10 SF EFFECTIVE WIND AREA) +12.7/-79.1 +12.7/-79.1

+20.0/-123.7 +28.7/-178.1

WALL ZONE 4 (200 SF EFFECTIVE WIND AREA) +25.8/-28.4 +25.8/-28.4

+39.6/—43.4 +58.2/—64.1

WALL ZONE 5 (30 SF EFFECTIVE WIND AREA)

+29.3/-38.0 +29.3/-38.0

+45.9/-59.2

+65.9/-92.3
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PARTS LIST DEPT CODES:
ITEM QrY u/M P/N DEPT DESCRIPTION MFG MFG P/N 30— CONDUIT
1 1.0000 EA. 350061 20 [TELCO BOARD,4 X4,POLY.030,W/5/8°0B 40 — ELECTRICAL
2 2.0000 EA. 522001—00006 20 |HVAC,SLEEVE,10°X30"X6” [CELLXION 522001—00006 50 — MECHANICAL
3 2.0000 EA. 522001—00012 20 |HVAC,SLEEVE,167X30°X6" (CELLXION 522001-00012 51 — DOORS
4 2.0000 EA. 168283 30 BUSHING, PLASTIC, 1/2", SNAP—IN, HEYCO (OR EQUAL) HEYCO SB875-11 55 — HVAC
5 1.0000 EA. 170111 30 |PIPE_CAP,PLASTIC,NPT,NIAGARA #204 (OR_EQUAL) NIAGARA 204
6 1.0000 EA. 170112 30 |PIPE_CAP,PLASTIC,NPT,NIAGARA #249 (OR_EQUAL) NIAGARA 249 70 — TILE/FLOORING
7 1.0000 EA. 170122 30 |PIPE_CAP,PLASTIC,NPT,NIAGARA T—6X (OR_EQUAL) NIAGARA T—6X 75 — GENERATOR
8 1.0000 EA. 170123 30 |PIPE_CAP,PLASTIC,NPT,NIAGARA #2046 (OR EQUAL) NIAGARA 2046 95 — MULTI-TASK
9 2.0000 EA. 170125 30 |PIPE_CAP,PLASTIC,NPT,NIAGARA #257 (OR_EQUAL) NIAGARA 257 99 — PACKING LIST
10 1.0000 EA. 410075 30 |BUSHING,EMT,1/2",PLASTIC (OR EQUAL) T&B BUS01
K 1,0000 EA. 410076 30 |BUSHING,EMT,3/4",PLASTIC (OR EQUAL) T&B U502 150 — INSTALLATION DEPT
12 1.0000 EA. 410077 30 [BUSHING,EMT,1",PLASTIC (OR_EQUAL) RACO 1404
14 4.0000 EA. 410113 30 NIPPLE,EMT,1/2",0FFSET (OR EQUAL) STEEL CITY HO221 PROPERTY AND CONTAINS TRADE
15 2.0000 EA. 410135 30 |NIPPLE,RIGID,3/4",CLOSE lSJ%%RIa__S T%ESEELDL%A%TNGEL%R ?”E
16 1.0000 EA. 410140 30 ”
7 5 0000 7N 210783 T ::EEE'E:g:g'g /’2,',‘)?75":1 7 INFORMATION CONTAINED HEREIN
RIGID, FOR ANY REASON OTHER THAN AS
19 2.0000 EA. 410184 30 INIPPLE,RIGID,1/2"X7 1/2" EXPRESSLY AUTHORIZED BY SABRE
20 3.0000 EA. 410205 30 |NIPPLE,RIGID,2"X8” INDUSTRIES, INC. IS STRICTLY
R 1711 e X T e
gg 313;0::80 3‘ ﬂgggg gg gg’; bﬁﬁcl:il%"?(/aft 2(31 /8D,1/2"~3/4K0 (OR _EQUAL) STEEL CITY [521711234E UNDERSTANDING THAT ANYONE
. - . : . 3 RECEIVING OR OTHERWISE OBTAINING
24 1.0000 EA. 430008 30 BOX,6X6X4,SCREW COVER,NEMA 1,0—-KO (OR _EQUAL) HOFFMAN IASEBX6X4NK POSSESSION OF IT WILL BE
25 1.0000 EA. 430017 30 |[BOX,GEN RECPT BACK,200A,APTAJA620 [APPLETON AJA620 EXPRESSLY NOTIFIED OF ITS
26 1.0000 EA. 430030 30 |BOX,JUNCT,2X4,WP,(3) 1/2"HOLES (OR_EQUAL) [EGRAND WPB23 CONFIDENTIAL NATURE.
27 1.0000 EA. 430048 30 |WIREWAY,GALV,4"X4"X60",W/0 KO'S (OR_EQUAL) HOFFMAN F—44T160GV
28 2.0000 EA. 430049 30 |WIREWAY,GALV,4™X4",CLOSURE PLATE,NO (OR EQUAL) [HOFFMAN F—44GCPNKGV
29 5.0000 EA. 430050 30 |WIREWAY,GALV,4"X4",U—CONNECTOR (OR EQUAL) [HOFFMAN F—44GUCGV
31 1.0000 EA. 430053 30 |PLUG,2",BLK PLASTIC (OR EQUAL) [APPLETON PLG200 !Il'l e
32 2.0000 EA. 430054 30  [BOX,JUNCT,2"X4",1 7/8" (OR EQUAL) STEEL CITY 103-W-1/2 w s S- o o
33 1.0000 EA. 430056 30 |BOX,JUNCT,OCT,4"RND,2—1/8"DEEP_(OR_EQUAL) STEEL CITY 54171 <o —3 20
34 3.0000 EA. 430061 30 |WIREWAY,GALV,4X4,90D ELBOW (OR EQUAL) HOFFMAN [F—4490EGV =S N O @
36 1.0000 EA. 430075 30 |ALARM BLOCK,SIEMON,S66M1—50 SIEMON S66M1—50 o 5 &N
37 1.0000 EA. 430089 30  |ALARM BLOCK,MOUNTING BRACKET,S89D SIEMON S89D n 2 5 - o
3.0000 EA. 430252 30 [WIREWAY,GALV,4"X4"X18"W/0 KO'S (OR EQUAL) HOFFMAN F—44T118GV - -g S NS
40 1.0000 EA. 430269 30 [WIREWAY,GALV,4"X4"X120",W/0 KO'S (OR EQUAL) HOFFMAN F—44T1120GV "FE >0~ 2
41 1.0000 EA. 430548 30  |PANEL,CMBIN,INT,200A,42S,ATS,TVSS,3 = % 0 m20
42 5.0000 EA. 430603 30 [EXTENSION RING,4",1/2—-3/4 KO (OR EQUAL) STEEL CITY 53151 1/2 3/4 — T L~ M5
43 1.0000 EA. 430755 30 [EXTENSION RING,4 11/16"WITH 1° KOS (OR EQUAL) ISTEEL CITY 73171 1 w %I .g ¢ ., 8
44 1.0000 EA. 431360 30 |BOXJUNCT,MULTI,4—1/2 x 6-13/16 x 1-5/8 (OR EQUAL) |RACO 951 = ¥ 0 L2 3 z
45 6.0000 EA. 431419 30 |BOX,JUNCT,4—11/16"W/3/4" & 1" K/O'S (OR EQUAL) STEEL CITY 721711 B O r:CQ> >° w s
46 1.0000 EA. 460004 30 |CONTROLLER,LEAD LAG,BARD,MC4000 BARD MC4000 ms° s
47 2.0000 EA. 460101 30 [THERMOSTAT,HI/LOW TEMP,1UHH2 (OR EQUAL) DAYTON TUAAZ m @
48 1.0000 EA. 470034 30 |FAN,12",EXHAUST,DAYTON, 1HLA2 DAYTON THLAZ
49 1.0000 EA. 470069 30 [SHUTTER,12” SINGLE PANEL EX,4C556 DAYTON 4C556
50 1.0000 EA. 470070 30  |[SHUTTER,MOTOR,SINGLE PANEL,2C831 DAYTON 2C831
51 1.0000 EA. 470090 30 |LOUVER,12".EXTENSION [CELLXION 470090 CUSTOMER:
52 1.0000 EA. 470184 30 |FILTER FRAME,12",P&S SHEETMETAL (CELLXION 470184
53 1.0000 EA. 470185 30 [FILTER.12"X12°X1” CLAY COUNTY
54 6.0000 EA. 470615 30 |LIGHT FIXTURE,32W,2 BULB,4FT,WR,T—8 TEXAS FLUORESCENTS 207A232—MVC—D TOWER
55 1.0000 EA. 470793 30  [FIXTURE,EXTERIOR,WALLPACK,LED, 19W LITHONIA TWS LED 150K120PE
56 9.0000 EA. 510142 30 |UNISTRUT,1 5/8"CHANNEL,GOLDGALV,9” (OR EQUAL) THOMAS & BETTS AT200HS10 PROJECT.
57 1.0000 EA. 390009 40 |DETECTOR,SMOKE, 120V,ION,KIDDE/FYRN KIDDE [1235E 12°-0” 4°’—0”
58 1.0000 EA. 390020 40 |RELAY,SMOKE DET,120V,KIDDE,SM120X IKIDDE ISM120X CONCRETE SHELTER
59 4.0000 EA. 400272 40 |BREAKER,SQD,1P 20A,BOLT ON,QOB120 PARTS LIST
60 2.0000 EA. 400273 40  |BREAKER,SQD,1P 15A,BOLT ON,QOB115
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PARTS LIST CONTINUED

ITEM QTY U/M P/N DEPT DESCRIPTION MFG MFG P/N
61 12.0000 EA. 400295 40  [BREAKER,SQD,2P 20A,BOLT ON,Q0B220

62 2.0000 EA. 400297 40  [BREAKER,SQD,2P 50A,BOLT ON,Q0B250

63 2.0000 EA. 400530 40 FUSE,HOLDER,IN—LINE,HLR2 (OR EQUAL) BUSSMANN HLR—2A

64 2.0000 EA. 400533 40 FUSE,1 AMP,SMALL DIN BUSS,GLR1 BUSSMANN GLR—1

65 1.0000 EA. 400564 40 |RELAY,BASE,11—PIN,OCT,10A,DBL TIER (OR EQUAL) SQUARE D [8501NR62

66 1.0000 EA. 400563 40 RELAY,COIL,11—PIN OCT,120VAC,3PDT (OR EQUAL) SQUARE D RR3PA—UAC120V
67 16.0000 FT. 410111 40  |CONDUIT,LFMC,3/4",SEALTITE (OR EQUAL) ANAMET ELECTRICAL, INC EF34

68 6.0000 FT. 410112 40 |CONDUIT,LFMC,1/2",SEALTITE

70 2.0000 EA. 410117 40 |CONNECTOR,LFMC,1/2",STRAIGHT,ST (OR EQUAL) T&B 5232

7A 4.0000 EA. 410128 40 |CONNECTOR,LFMC,3/4”",45D,SEALTITE (OR EQUAL) T&B 5243

72 4.0000 EA. 410129 40 CONNECTOR,LFMC,3 /4" STRAIGHT,ST (OR EQUAL) T&B 5233

73 2.0000 EA. 410146 40 CONNECTOR,LFMC, 1/2",45D,SEALTITE (OR _EQUAL) T&B 5242

75 1.0000 EA. 420006 40  |LABEL,BLK,ELECT,"GFCI”

76 1.0000 EA. 420007 40  |LABEL,BLK,ELECT,"ALARM BLOCK"

77 1.0000 EA. 420009 40  |LABEL,BLK,ELECT,"INTERIOR LIGHT"

78 1.0000 EA. 420010 40  |LABEL,BLK,ELECT,"AC PANEL"

79 1.0000 EA. 420015 40  |LABEL,BLK,ELECT,"HIGH TEMP”

80 1.0000 EA. 420016 40 |LABEL,BLK,ELECT,"LEAD—LAG CONTROLL"

81 1.0000 EA. 420017 40 LABEL,BLK,ELECT,"HVAC #2”

82 1.0000 EA. 420018 40  |LABEL,BLK,ELECT,"HVAC #1"

83 1.0000 EA. 420024 40 |LABEL,BLK,ELECT,”"EXTERIOR LIGHT”

84 1.0000 EA. 420029 40 |LABEL,BLK,ELECT,"POWER FAIL RELAY”

85 16.0000 EA. 420033 40  [LABEL, SELF TRANSFER, PANDUIT TTSL2

86 1.0000 EA. 420041 40  |LABEL,"ARC FLASH AND SHOCK WARNING”

87 1.0000 EA. 420052 40  |LABEL,BLK,ELECT,"GENERATOR RECPTACLE"

88 1.0000 EA. 420143 40  |LABEL,RED, ELECT,BONDING TAG

89 1.0000 EA. 420289 40  |LABEL,BLK,ELEC,"SMOKE /HEAT"

90 1.0000 EA. 430006 40  |COVER,SWITCH PLATE,4X4,1 SWITCH (OR EQUAL) STEEL CITY 460—BW

91 11.0000 EA. 430012 40  |COVER,BLANK PLATE,4X4 (OR EQUAL) APPLETON 8465

92 6.0000 EA. 430014 40  |COVER,BLANK PLATE,4 11/16 (OR EQUAL) APPLETON 8487

93 1.0000 EA. 430021 40 RECEPTACLE,GEN,200A,4W4P,AR20044RS APPLETON IAR20044RS

94 8.0000 EA. 430025 40 COVER,RECPT PLATE,4X4,2R (OR EQUAL) APPLETON 8365N

95 1.0000 EA. 430033 40 |RECEPTACLE,GFCI,120V,20A,NEMA5,WR (OR EQUAL) HUBBELL GFTR20I

96 8.0000 EA. 430034 40  [RECEPTACLE,DUPLEX,125V,20A,IVORY (OR EQUAL) COOPER CR20V

97 1.0000 EA. 430084 40  |SWITCH,SPST,20A,120V,IVORY (OR EQUAL) HUBBELL CS12211

98 12.0000 EA. 430169 40 [COVER,RECPT PLATE,4X4,1R,250V,20A

99 1.0000 EA. 430384 40  |COVER,GFCl,2 REC,WTSG15A—C,W/P (OR EQUAL) STEEL CITY WTSG15A—C
100 12.0000 EA. 430462 40  |RECEPTACLE,SINGLE,250V,20A,TURNLOCK (OR EQUAL) LEVITON 2320

101 6.0000 EA. 470047 40  [LIGHT FIXTURE,LENS,2—BULB T—8 [TEXAS FLUORESCENTS

102 1.0000 EA. 470056 40 LIGHT FIXTURE,COMBO EXIT/EMERGENCY (OR EQUAL) ICOMPASS CCR

103 12.0000 EA. 470058 40  |[LIGHT BULB,F32 T—8 MED BIPIN

104 2.0000 EA. 470426 40  |TIMER,6HR,SPR WOUND,SPST,FF6H INTERMATIC FF46H

105 1.0000 EA. 480000 40  |ALARM,MAGNETIC DOOR CONTACT (OR EQUAL) HONEYWELL 7939WG—2GY
106 1.0000 EA. 490064 40 |[DETECTOR,H2,120V,RELAY, HGD—DR ARRGH Mark 4, AC, 099140
107 21.0833 FT. 168025 50  |ALL THREAD,5/8"—UNC,ZINC PLATED,6’

108 1.0000 EA. 400001 50 LUG,2H,#6,BLU,3/8"BOLT,1"°C/C,LBFW (OR EQUAL) PANDUIT LCCXF6—38D—L
109 34.0000 FT. 400030 50 WIRE,#6 THHN,STRAND,GRN

75.0000 FT. 400050 50  |WIRE,#2 THHN,STRAND,GRN

112 23.0000 EA. 400174 50  |c—TAP,PINK,54730 (OR EQUAL) PANDUIT CTAPF2—12TP—-C
113 3.0000 EA. 400259 50  |LUG,2H.#2,BRN,3/8"BOLT,1"C/C,LBFW_(OR EQUAL) PANDUIT LCCXF2—38D—L
114 11.0000 EA. 400371 50  |LUG,2H.#6.BLU,1/4"BOLT,3/4"C/C,LBFW_(OR EQUAL) PANDUIT LCCXF6—14B—L
115 1.0000 EA. 400390 50  |LUG,2H.#2,BRN,1/4”BOLT,3/4"C/C,LBFW_(OR EQUAL) PANDUIT LCCXF2—14B—L
116 11.0000 EA. 400500 50 CLAMP,GROUND 1/2"—1",GC—1Z,WEAVER (OR EQUAL) INEER GC—-1Z

117 2.0000 EA. 400623 50 CLAMP,GROUND 1 1/2",RB12B,PERPENDIC (OR EQUAL) HARGER RB12B

118 55.0000 EA. 410343 50  |WIRE STANDOFF,1 3/4"

119 1.0000 EA. 480005 50  |SABRE GRAY/BLUE SERIAL NO. PLATE CELLXION 480005

120 58.6667 FT. 510017 50  |UNISTRUT,1 5/8"CHANNEL,GOLDGALV,RAW

DEPT CODES:

30 — CONDUIT

40 — ELECTRICAL
50 — MECHANICAL
51 — DOORS

55 — HVAC

70 — TILE/FLOORING
75 — GENERATOR
95 — MULTI-TASK
99 — PACKING LIST
150 — INSTALLATION DEPT
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PARTS LIST CONTINUED

ITEM QTY U/M P/N DEPT DESCRIPTION MFG MFG P/N
4.0000 EA. 510109 50 |CABLE LADDER,ALB—LINE, 24" X4 X144 ICOOPER 24A09—24—144

124 1.0000 EA. 510130 50 _ [CABLE LADDER,AL,B—LINE,24"X4",H—CRO ICOOPER 4A—24—FX12

125 2.0000 EA. 510133 50  |CABLE LADDER,AL,B—LINE,24"X4",B—END ICOOPER OA—1084—24

126 2.0000 EA. 510201 50 |CAP,WIRE,5/16",BLACK,RUBBER

127 11.0000 EA. 510216 50 |CABLE LADDER,B—LINE,24",HANGER ASSY ICELLXION [510216

128 2.0000 EA. 521002 50 |HVAC,GRILL,SUPPLY,10"X30"

129 2.0000 EA. 521102 50 |HVAC,GRILL,RETURN, 16"X30"

130 1.0000 EA. 530010 50  |WAVEGUIDE ENTRY,16 PORT,4".4X4 VALMONT MICROFLECT B1447

131 8.0000 EA. 540225 50 |CROUND STRAP ASSY.#6 THHN,6” LONG ICELLXION [540225

132 1.0000 EA. P540388—02 50 |G—BAR ASSY,540388—02 KIT & HARDWARE ICELLXION P540388—02

133 1.0000 EA. 500000 51 |DOOR,3670,LH/RH,CURRIES, 18G

134 3.0000 EA. 504000 51 |DOOR,HINGES,STAINLESS STEEL 32D (OR _EQUAL) GLOBAL DOOR CONTROLS CS4545B8

135 1.0000 EA. 504100 51 |DOOR,CLOSER,TC2200,ALUM (OR_EQUAL) GLOBAL DOOR CONTROLS TC2200

136 1.0000 EA. 504102 51 |DOOR,BUMPER,SS RUBBER STOP,BLACK

137 1.0000 EA. 504113 51 |DOOR,HOLD OPEN,T—LATCH,6” (OR_EQUAL) A.LHANSEN MFG. ALH29—6

138 1.0000 EA. 504400 51 |DOOR,DRIP_CAP,NGF16A—48" (OR_EQUAL) PEMKO 346C

139 1.0000 EA. 504401 51 |DOOR,THRESHOLD 487X4.75",.090 ALUM ICELLXION 504401

740 7.0000 EA. 504435 51 |DOOR,THRESHOLD 487X6.25",.090 ALUM ICELLXION 504435

41 1.0000 EA. 504501 51  |CORE,LOCKSET,BEST,CONSTRUCT,GREEN

142 1.0000 EA. 504507 51  |LOCKSET,PB,CYD,SIMPLEX,LVR,[R1021B— SIMPLEX [R1021B—26D—41

143 1.0000 EA. 504518 51 |DOOR,LOCKGUARD,6",PRECISION

144 1.0000 EA. 504555 51  |DOOR,STRIKER PLATE,STANDARD

145 1.0000 EA. 540216 51 |GROUND STRAP ASSY,1/2 BRAIDED,18" ICELLXION 540216

146 1.0000 EA. 570005 51 |DOOR,CANOPY, 48" MOUNTING BRACKET ICELLXION 570005

147 2.0000 EA. 146514—005 55 |DRIP_CAP,48°X3™,HVAC ICELLXION 146514—005

148 2.0000 EA. 520253 55 |HVAC,WALL,4T,5KW,BARD,TAN,RH BARD W4BA2—AOBXPXXXJ

149 288.0000 EA. 320021 70 [TILE_VINYL,1/8",VINYLASA,VL556

150 1.0000 EA. 420048 90 |LABEL,DATA,STANDARD SHELTER (OR EQUAL) ICELLXION 420048

151 1.0000 EA. 480001 90 |PLATE,DATA,ALUM,8"X12",GRAY ICELLXION 480001

152 0.1000 EA. 146560—12000 95 [SHEET METAL,22GA,48"X120",GVNL

153 3.5000 FT. 504216 95 |DOOR,WEATHERSTRIP,SPONGE_NEOPRENE (OR_EQUAL) PEMKO P491

154 1.0000 EA. 504222 95 DOOR,WEATHERSTRIPPING,303—TF—3670 (OR EQUAL) PEMKO 303—-TF—3670

155 2.0000 EA. 470068 99 |VENT HOOD,16",90D,P&S SHEETMET (PACKING LIST ITEM)

156 1.0000 EA. 480000 99 |TRAY,WALL FILE PLASTIC,LR—SMOKE (PACKING LIST ITEM)

157 1.0000 EA. 480002 99 [FIRST AID_KIT,01—03—24,5M584 (PACKING LIST ITEM)

158 1.0000 EA. 480087—02 99 |PACKING KIT,TYP SHELTER W/8 LUGS (PACKING LIST ITEM)

159 1.0000 EA. 570018 99 |DOOR,CANOPY,54”,METAL (PACKING LIST ITEM) ICELLXION [570018

160 1.0000 EA. P540388—02 99 |G—BAR ASSY,540388—02 KIT & HARDWARE ICELLXION [P540388—02

DEPT CODES:

30 — CONDUIT

40 — ELECTRICAL

50 — MECHANICAL

51 — DOORS

55 — HVAC

70 — TILE/FLOORING

75 — GENERATOR

95 — MULTI-TASK

99 — PACKING LIST
INSTALLATION DEPT
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SHOP DETAILS

CUT LIST
ITEM P/N DEPT DESCRIPTION CuT PCS
27 430048 30 |WIREWAY,GALV,4"X4"X60",W/0 KO'S (OR EQUAL) 60" 1
38 430252 30 |WIREWAY,GALV,4"X4"X18",W/0 KO'S (OR EQUAL) 18" 2
39 430252 30 |WIREWAY,GALV,4"X4"X18",W/O KO'S (OR EQUAL) 17 _1/4" 1
40 430269 30 |WIREWAY,GALV,4"X4"X120",W/0 KO'S (OR EQUAL) 120" 1
67 410111 40 [CONDUIT,LFMC,3/4",SEALTITE (OR_EQUAL) 48" 4
68 410112 40 [CONDUIT,LFMC,1/2",SEALTITE 36" 2
107 168025 50  |ALL THREAD,5/8"—UNC,ZINC PLATED,6’ 11 .1/2” 22
109 400030 50  |WIRE,#6 THHN,STRAND,GRN 408" 1
110 400050 50  [WIRE,#2 THHN,STRAND,GRN 864" 1
111 400050 50  [WIRE,#2 THHN,STRAND,GRN 36" 1
120 510017 50  [UNISTRUT,1 5/8"CHANNEL,GOLDGALV,RAW 32" 22
121 510109 50  [CABLE LADDER,AL,B—LINE,24"X4"X144" 18” 1
122 510109 50  [CABLE LADDER,AL,B—LINE,24"X4"X144" 47" 1
123 510109 50  [CABLE LADDER,AL,B—LINE,24"X4"X144" 104 1/2" 2
138 504400 51 |DOOR,DRIP CAP,NGF16A—48" (OR EQUAL) 46" 1
152 146560—12000 95  |SHEET METAL,22GA,48"X120",GVNL 17" X 17" 2
153 504216 95  |DOOR,WEATHERSTRIP,SPONGE NEOPRENE (OR EQUAL) 427 1

DWG NO. DESCRIPTION
30-002 |[THRU WALL BOX TO BOX PENETRATION DETAIL
30—004 |THRU WALL BOX TO GFI PENETRATION DETAIL
30-007 |THRU WALL PENETRATION RIGID NIPPLE
30—009 |CONDUIT TO WIREWAY CONNECTION
30-011 PLASTIC CAP INSTALLATION
30-013 |[WIREWAY TO AC PANEL CONNECTION
30—015 [UNISTRUT INSTALL 1—LAYER INTERIOR
30—016 |WIREWAY INSTALLATION WALL/CEILING/UNISTRUT
30—-017 [STRAP/BACK INSTALLATION
30—019 |INTERIOR LIGHT FIXTURE DETAIL
30—020 [JUNCTION BOX WALL MOUNTING DETAIL
40—006 [MICRIN BOX INSTALLATION AND WIRING
40-008 |GROUND BOND DETAIL
40-010 |TYPICAL WIRE SECURING AT LOADCENTER
40-011 HVAC THRU WALL CONDUIT PENETRATION DETAIL
50-001 GROUND BAR MOUNTING INSTALLATION
50—006 |CABLE LADDER GROUNDING DETAILS T—JUCTION (2)SIDES
50-012 [HALO GROUND TO DISTRIBUTION PANELS & BOXES OVER 6X6
50-013 |GROUND DOOR TO DOOR FRAME
50-014 |[HALO GROUND TO HVAC GRILLE SINGLE DROP
50-015 [HALO GROUND TO LEADLAG CONTROLLER
50-016 |[HALO GROUND TO EXHAUST FAN
50-017 |[HALO GROUND TO INTAKE LOUVER
50-027 |[METAL TO LUG DETAIL
50-035 |THRU WALL PENETRATION PVC PIPE @ 45
50-042 [WIRE STANDOFF INSTALLATION
50—044 |[SINGLE CONNECTOR AT GROUND BAR PEEPS
50-045 [SINGLE CONNECTOR AT STEEL
50—046 |[SINGLE CONNECTOR DETAIL
50—-049 |LUG DETAIL
50-070 [LUG CRIMPING DETAIL
51-005 [DOOR WEATHERSTRIP INSTALLATION (MAGNETIC)
51-006 |[DOOR DRIP CAP INSTALLATION
51-009 |DOOR HOLD OPEN INSTALLATION
51-012 [DOOR CANAOPY INSTALLATION
51-013 [SHELTER ID SIGN LOCATION
51-017 |[GROUND STRAP TO DOOR FRAME
51-021 DOOR HARDWARE INSTALLATION
51-029 |MAGNETIC DOOR ALARM INSTALLATION
52—-003 |CABLE LADDER STRAIGHT CLAMPS INSTALLATION
52—-004 [CABLE LADDER CORNER CLAMP INSTALLATION
52—014 |CABLE LADDER INSTALL DETAIL (UNISTRUT)
52-021 CABLE LADDER HANGER BRACKET CONCRETE SHELTER
52—022 [UNISTRUT INSTALL 1—LAYER INTERIOR
53-001 WAVEGUIDE ENTRY INSTALLATION
55-001 HVAC BLOCKOUT SLEEVE INSTALLATION
55—-002 |HVAC FIN/SLEEVE CONNECTION
55-003 [HVAC MOUNTING ANGLE INSTALLATION
55—-004 [HVAC INSTALLATION DETAIL
55-006 [HVAC INSTALLATION AND CONNECTIONS
55-010 |[HVAC DRIP CAP & ICE SHIELD INSTALLATION
70-001 TILE INSTALLATION DETAIL
70—002 |[BASE MOLD INSTALLATION DETAILS
80-001 1/2" PVC PIPE STANDOFF
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SUB—PARTS LIST

ITEM P/N ORIGINAL DESCRIPTION CuT
138 504400 DOOR,DRIP CAP,NGF16A—48" 46"
(27'-19" [325%"])
SHIPPING DIMENSION
(1J/2”) 24)_0;; [288”] (1J/2n)
(25%)
N (256" WAVEGUIDE
S\V 2
) - @157 = LOCATION "A1”
1 S CKT 6
S 0000 SEE (55) \
NS (0/0/0)0) NOTE 2
S 10/0/0/0]
=5 ‘ 0000
NG !
L4 - EXPOSED AGGREGATE
= C L— EXTERIOR FINISH
. 2 TYP. ALL WALLS
N B —
Sz 7 G 19
o - o))
oL 2 ~ %
— T —
~wn :N {(:
NI 1" PVC CAST IN @
1<|> L 45° FOR GROUND A
L /KPENETRATION, TYP. =
)
[o £ o A
i\o/ % ” ”
1 (157) = (8" TYP.)
N - (30)6™) —- (8" TYP.) (427 (10" TYP.)
= (8'=1" [97"] TYP.) -~ (36") — =
EXTERIOR ELEVATION "A”
NOTES:
1. REMOVE FOR SHIPPING.
2. LIGHT FIXTURE TO BE INSTALL AT MANUFACTURER, TESTED

FOR FUNCTION, REMOVED AND PACKED INSIDE FOR SHIPPING.
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SUB—PARTS LIST

ITEM

P/N

ORIGINAL DESCRIPTION

CUT

152

146560—12000

SHEET METAL,22GA,48"X120",GVNL

17" X 17°

(5%")

(12"

(24°-3" [2917])

(24’—-0" [2887])

(12"

(13%")

(127)

(9°=3" [1117])

e 3" TELCO
ENTRY

SEE
NOTE 1 @@

100000000000000000000¢
Y Y Y Y Y Y Y Y YYYYYYTY

10000000000000006000604

(2" TYP.)

- (307) -

(57)

NOTE:

1.

REMOVE FOR SHIPPING.

(8" TYP.)

EXTERIOR ELEVATION "C”

(8" TYP.)

(81" [97”] TYP.)

(10" TYP.)
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SUB—PARTS LIST

ITEM P/N ORIGINAL DESCRIPTION CuT
67 210111 CONDUIT,LFMC,3/4", SEALTITE 48"
152 146560—12000 |SHEET METAL,22GA,48"X120",GVNL 17" X 17"
” SHIPPING DIMENSION ) (1% (12’=0" [144™]) (157
(1%5") (12'-0" [1447]) (1%5") (625"
S S SEE (@952 i
T ~ NOTE 1
\\ '// \\
HVAC #2 HVAC #1 1, —
CKTS 2/4 CKTS 1/3 Ef 5
= = (9) 2” SERVICE
— — (13) ENTRY
P 7
C) 2 ° !
(77 (8) 1" GENERATOR
(12) ALARM ENTRY
1 & !
~ T~ 3,” FOR GENSET
¢ NN e\ 11) BATTERY CHARGER
M I~
~ S
(o] D) 7 1 (o] )
o o A (13)2” FUTURE
© L ) © N ) GEN. ENTRY
(6'=0" [727]) = (290~ ©
- (40") —
-—— (44")
(538"
NOTE:

1.

REMOVE FOR SHIPPING.
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SUB—PARTS LIST

ITEM P/N ORIGINAL DESCRIPTION PCS
149 320021 TILE VINYL,1/8" VINYLASA,VL556 288
(24’—0" [288"])
(6%57) (22'=11" [275™)
=N
'.‘. | ._'.4' S 4 _-'. R s .""4' * IE - ﬂ ) | I'
i ] 1V
B
I o ;
o 7
5 b Nig,
Jo - VINYL TILE
“N /
CLEARANCE%
PER NEC ¢/
7))
."7 VT 4
- I B — e T I e 4} . ; ‘ B E '_? /s:‘ L e
=N WAVEGUIDE
~ LOCATION ”"A1”
-— (3578") —= (427) (36") —
FLOOR PLAN

(6)")

N

288.00 SQ. FT. EXTERIOR

AREA

250.17 SQ. FT. INTERIOR AREA
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SUB—PARTS LIST

ITEM P/N ORIGINAL DESCRIPTION CuT
27 430048 WIREWAY,GALV,4"X4"X60",W/0 KO'S 60"
40 430269 WIREWAY,GALV,4"X4"X120",W/0 KO'S 120"
38 430252 WIREWAY,GALV,4"X4"X18",W/0_KO'S 18"
ao El ” kL
9'-2)5" [110)5”]
89_2%» [98%»] 91_2J/2n [11OJ/2”:|
443/4” . 443/411
- 257" - . . > o 5 > o 26%" -
(@) (@] — n o N
<+ © — — N N
1" EMT
FOR CUSTOMER
] Ta . RN T g - P RVEN i EREE USE ONLY
] 2 1 ¥ V. -
T iz (5 AT V
:ﬁ' ] > ]
R ) | | -
& M > . .
< | | : 3
S2 CKT 6 € - S2 CKT 6 S2 CKT 6 [ = - u‘%
ol :'
CKTS e CKTS T % | TN CKTS o S CKTS T 3
27/29 12/14 20,/22 | 7l
g 11/13 19/21 (64) 2 (57) . A
|_]_T?éo—w—w—w -—LV—LV—LV—(—-;é+LV — @ !
CKTS 2?@2 CKTS CKTS CKTS P
g 15/17 / __\ _ ) _/_16/18 | / 24/26 ||, C32/34 &
I \ [ / 1 0[]
= & Y s Dt @ i
%‘\:’ S1 CKT 6 ' S1 CKT 6 S1 CKT 6 [] : o 1 .
I H oo o
» 1 x| >
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SUB—PARTS LIST
[TEM P/N ORIGINAL DESCRIPTION CuUT
27 430048 WIREWAY,GALV,4"X4"X60",W/0 KO'S 60"
40 430269 WIREWAY,GALV,4"X4"X120"W/0 KO’S 120"
38 430252 WIREWAY,GALV,4"X4"X18",W/0 KO'S 18"

6”

48" - 36" =
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34

-—16)5"
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SUB—PARTS LIST
ITEM P/N ORIGINAL DESCRIPTION CuUT
K 400050 WIRE,#2 THHN,STRAND,GRN 36"
121 510109 CABLE LADDER,AL,B—LINE,24"X4"X144" 18"
122 510109 CABLE LADDER,AL,B—LINE,24"X4"X144" 47"
123 510109 CABLE LADDER,AL,B—LINE,24"X4"X144" 104 1/2"
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NOTES: B o %\r :g
1. = CABLE LADDER FACTORY END N ~ REFLECTED CE||_|NG PLAN
2. = CABLE LADDER SPLICE. MECHANICAL
3. = INTERIOR FINISH START PANEL.
4, CABLE TRAY TO BE MOUNTED 8'—OJ/4” (96J/4") A.F.F.
5. LAYOUT CABLE LADDER PRIOR TO INSTALLING UNISTRUT

TO ENSURE PROPER HANGER LOCATIONS.
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NOTES:

1. ALL CONDUIT IS TO BE A MINIMUM OF 3/4" UNLESS
OTHERWISE SPECIFIED.

2. ALL CONDUIT TO BE SWABBED CLEAN BY AN APPROPRIATE
SIZE MANDREL PULLED THROUGH THE CONDUIT.

3. WIRE #10 AND SMALLER MUST BE SOLID, ELSE STRANDED.
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SUB—PARTS LIST

ITEM P/N ORIGINAL DESCRIPTION CUT
68 410112 CONDUIT,LFMC,1/2",SEALTITE 36"
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NOTES:
1. ALL CONDUIT IS TO BE A MINIMUM OF %” UNLESS
OTHERWISE SPECIFIED.
2. ALL CONDUIT TO BE SWABBED CLEAN BY AN APPROPRIATE
SIZE MANDREL PULLED THROUGH THE CONDUIT.
3. WIRE #10 AND SMALLER MUST BE SOLID, ELSE STRANDED.
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SUB—PARTS LIST

ITEM P/N ORIGINAL DESCRIPTION CUT
39 430252 WIREWAY,GALV,4"X4"X18",W/0 KO'S 17 1/4"
68 410112 CONDUIT,LFMC,1/2",SEALTITE 36"
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NOTES:
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SIZE MANDREL PULLED THROUGH THE CONDUIT.
3. WIRE #10 AND SMALLER MUST BE SOLID, ELSE STRANDED.
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SUB—PARTS LIST
ITEM P/N ORIGINAL DESCRIPTION CUT
110 400050 WIRE,#2 THHN,STRAND,GRN 864"
109 400030 WIRE,#6 THHN,STRAND,GRN 408"

R G @

(22'=11" [2757])

&

\

Om— |V =— LV

(8'=11%4" [107/4™1)

ﬂ/

O—— GND—— GND—C§¢ D —]

(o]
(09—

1 A
\)
Gl

g @'

@t

Vi
7 _'L—J_ —a,—
GND—— Gl Gl GND
>

Vi
GND—L GND —— GND[—— GND —— GND ——— GND —— GND —{

GND

nm_m

60"

— GND GND GNDﬁ

aN9 —— QN9

foocg(__o

000OQ
0l0,0)®

0 OgO @

C{

613/4”

8'—4)%" [100%”]
9'—11)%" [1195%"]

INTERIOR ELEVATION "A”
MECHANICAL

THIS DRAWING IS THE CONFIDENTIAL
PROPERTY AND CONTAINS TRADE
SECRETS OF CELLXION, LLC. ANY
USE OF THESE DRAWINGS OR THE
INFORMATION CONTAINED HEREIN
FOR ANY REASON OTHER THAN AS
EXPRESSLY AUTHORIZED BY SABRE
INDUSTRIES, INC. IS STRICTLY
PROHIBITED. THIS DRAWING HAS
BEEN DISTRIBUTED WITH THE
UNDERSTANDING THAT ANYONE
RECEIVING OR OTHERWISE OBTAINING
POSSESSION OF IT WILL BE
EXPRESSLY NOTIFIED OF ITS
CONFIDENTIAL NATURE.

U5s-go6
[ T—WaN o‘_O'D‘— o
L%Q:'_NOU’
“om'\ | N .©
Nos<o s
DE5— N8
Ve 2x ¢
EET552%
[ ] NLVC")_E
aIw --\_/(“
lll 7 Q X 0
= 25 02 5 3
= o O
S8 m> 3
s :
ne
CUSTOMER:
CLAY COUNTY
TOWER
, F;BOJECT: , "
12 -0 X 24 -0

CONCRETE SHELTER
INTERIOR ELEVATION
A" (MECHANICAL)

FILENAME:

ScC6o1

SCALE: TOLERANCE:

3/8" = 1'-0"

DRWN. BY: DATE:
JJUSTUS 1/19/15

CHK. BY: DATE:
L.LORDEN 1/30/15

ENG. BY: DATE:

APP. BY: DATE:
D.BRANNEN 1/130/15

SHEET NO.

5-0

DRAWING NO.: REV.:

SccGot




(22'=11" [275"])
1434”
12" =
1 - — = — — =0 == — 0 — 1 == — 1\ e — — 1 — 1 — T\ —F —0)|
GND—— GND——— GND——— GND——— GND—— GND —O="TNdY ===V sy iy s, GND ———] GND ——— GND ——— GNQ—— GND———
-
y \_12" BREAK
i i' IN HALO
:d' > 2
X 11
o
& E
]
R
@)
8 £ B—o

INTERIOR ELEVATION "C”
MECHANICAL

THIS DRAWING IS THE CONFIDENTIAL
PROPERTY AND CONTAINS TRADE
SECRETS OF CELLXION, LLC. ANY
USE OF THESE DRAWINGS OR THE
INFORMATION CONTAINED HEREIN
FOR ANY REASON OTHER THAN AS
EXPRESSLY AUTHORIZED BY SABRE
INDUSTRIES, INC. IS STRICTLY
PROHIBITED. THIS DRAWING HAS
BEEN DISTRIBUTED WITH THE
UNDERSTANDING THAT ANYONE
RECEIVING OR OTHERWISE OBTAINING
POSSESSION OF IT WILL BE
EXPRESSLY NOTIFIED OF ITS
CONFIDENTIAL NATURE.

U5s-go6
[ T—WaN o‘_O'D‘— o
L%Q:'_NOU’
“om'\ | N .©
Nos<o s
DE5— N8
Ve 2x ¢
EET552%
[ ] NLVC")_E
aIw --\_/(“
lll 7 Q X 0
= 25 02 5 3
= o O
S8 m> 3
s :
ne
CUSTOMER:
CLAY COUNTY
TOWER
, F;BOJECT: , "
12 -0 X 24 -0

CONCRETE SHELTER
INTERIOR ELEVATION
C” (MECHANICAL)

FILENAME:

ScC6o1

SCALE: TOLERANCE:

3/8" = 1'-0"

DRWN. BY: DATE:
JJUSTUS 1/19/15

CHK. BY: DATE:
L.LORDEN 1/30/15

ENG. BY: DATE:

APP. BY: DATE:
D.BRANNEN 1/130/15

SHEET NO.

5-—1

DRAWING NO.: REV.:

SccGot




TO HALO
ON "A” WALL

“

(10°=11" [1317])

N

P @

(8'—=11)" [107)4")

| p—— eND—— GN%{GND— &
&

A\

|

<

|

—— aNO

LV — LV —

ND

%

_9{

GND —— GND—— GND

pr— Y —V —V

T
LV — LV —h—

e

v IV — — LV
ND ND —— GND —— GND———O

o
A

=—

Q
z
S

LV — LV —D

B @

[EIIIZI

i

[

INTERIOR ELEVATION "B”

MECHANICAL

(10'=11" [1317])

QG 2

\ AW AW \

Omm |V o |V s LV LV | m—V sV s—V
O—GND—GND—GNDiGiD—G —GND/&GLG!@@ ~ ) S
B
| S | 116
~ I\ —)
N 151)(150 :
5 | - [
= l
S | 3
s °
| Il o o
< l S
H o i
—8) o B ]
° QO o
51)/2))

INTERIOR ELEVATION "D”

MECHANICAL

THIS DRAWING IS THE CONFIDENTIAL
PROPERTY AND CONTAINS TRADE
SECRETS OF CELLXION, LLC. ANY
USE OF THESE DRAWINGS OR THE
INFORMATION CONTAINED HEREIN
FOR ANY REASON OTHER THAN AS
EXPRESSLY AUTHORIZED BY SABRE
INDUSTRIES, INC. IS STRICTLY
PROHIBITED. THIS DRAWING HAS
BEEN DISTRIBUTED WITH THE
UNDERSTANDING THAT ANYONE
RECEIVING OR OTHERWISE OBTAINING
POSSESSION OF IT WILL BE
EXPRESSLY NOTIFIED OF ITS
CONFIDENTIAL NATURE.

— &
&_5-81—8@ o
[ T—WaN o‘_O'D‘— o
L%Q:'_NO 2
“om'\ | N .©
Mo d 5
85~ 3
VBE2ZT 52
Cgﬁo‘;,,_ o
[ ] NLVC")_E

ale'v(“
W '(7;8'><‘¢n
LES 0w = © ;

= o O

S3m> 3
0= =
ne

CUSTOMER:

CLAY COUNTY

TOWER

, RBOJECT: , "

12 =0 24 -0

CONCRETE. SHELTER
. INTERIOR ELEVATIONS
B” & 'D” (MECHANICAL

FILENAME:

ScC6o1

SCALE: TOLERANCE:

3/8" = 1'-0"

DRWN. BY: DATE:
JJUSTUS 1/19/15

CHK. BY: DATE:
L.LORDEN 1/30/15

ENG. BY: DATE:

APP. BY: DATE:
D.BRANNEN 1/130/15

SHEET NO.

5-2

DRAWING NO.: REV.:

SccGot




[GND —— GND ——— GND —— GND“
(>

N9 —— aN9 —— aNg ———

aNo

/—GNS ——ON9 —— QN9 —— QN9 ——AND

g
OO ) |
|
OO0
QQiQQg
O OO
| |

| ol )

N R A

GND

INTERIOR
GROUND BAR

DETAIL

/—GND

GND

GND

«®
<2

E XTERIOR
GROUND | BAR
DETAIL

THIS DRAWING IS THE CONFIDENTIAL
PROPERTY AND CONTAINS TRADE
SECRETS OF CELLXION, LLC. ANY
USE OF THESE DRAWINGS OR THE
INFORMATION CONTAINED HEREIN
FOR ANY REASON OTHER THAN AS
EXPRESSLY AUTHORIZED BY SABRE
INDUSTRIES, INC. IS STRICTLY
PROHIBITED. THIS DRAWING HAS
BEEN DISTRIBUTED WITH THE
UNDERSTANDING THAT ANYONE
RECEIVING OR OTHERWISE OBTAINING
POSSESSION OF IT WILL BE
EXPRESSLY NOTIFIED OF ITS
CONFIDENTIAL NATURE.

5031 Hazel Jones Road
Bossier City, LA 71111
Voice: (318) 213-2900
Fax: (318) 213-2919
www.sabreindustries.com

Building Systems by CellXion

Sabre Industr

CUSTOMER:

CLAY COUNTY
TOWER

. PROJECT: ,
12 =0 4 -0
CONCRETE SHELTER
GROUND BAR
DETAILS

FILENAME:
SCCGo1

SCALE: TOLERANCE:
3/8" = 1'-0"

DRWN. BY:

DATE:

JJUSTUS 1/19/15

CHK. BY:

DATE:

L.LORDEN 1/30/15

ENG. BY:

DATE:

APP. BY:

D.BRANNEN

DATE:
1/130/15

SHEET NO.
5-3

SCCGOo1

DRAWING NO.: REV.:




NOTES:
1. DO NOT SHARE NEUTRALS UNLESS OTHERWISE SPECIFIED.
2. WHEN AC & DC WIRING IS LOCATED IN THE SAME BOX,
ENCLOSURE OR WIREWAY, WIRES MUST BE LABELED WITH
VOLTAGE TYPE.
3. ALL CONDUIT TO BE %" UNLESS OTHERWISE SPECIFIED. 430548
4. WIRE #10 AND SMALLER MUST BE SOLID, ELSE STRANDED. PANEL,COMBINED,200A,
42S ATS,TVSS WIRE NUT 470056 LIGHT
30 50 RED 277VAC FIXTURE,COMBO
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HVAC #1 4 L #8 RED 33l e #8 RED o [ HVAC #2 \[
15 20 L —oH (RED — 277VAC)
SHED, EXHAUST FAN SEE #12 BIK T 85,5 #12 BLK oM (BLK — 120VAC) |  BATTERY
(4X) DUPLEX |||:E #12 RED % oZ 85 o #12 RED E:m (4X) DUPLEX S/N—#——oN CONNECT BATTERY
RECEPTACLES S/N—L& ) ” 8 |-s/N RECEPTACLES TO CONTROL MODULE TS DRAWING 15 THE CONFIDENTIAL
o o IN FIELD.
20 20 / PROPERTY AND CONTAINS TRADE
oJURNLOCK #12 RED TH 12f #12 RED . TURNLOCK s </’Q_|_ — ~— EXIT/EMERGENCY USE OF TRESE DRAWINGS OR THE
.:: #12 BLK s 13l N #12 BLK ::. | o MODULE I MINATES JTHEN INFORMATION CONTAINED HEREIN
20 20 Q . FOR ANY REASON OTHER THAN AS
TURNLOCK #12 RED 5 c15 160 > #12 RED TURNLOCK EXPRESSLY AUTHORIZED BY SABRE
RECEPTACLE ' 412 BLK A e 412 BLK ' RECEPTACLE INDUSTRIES, INC. IS STRICTLY
IR 5,0 - | PROHIBITED. THIS DRAWING HAS
TURNLOCK #12 RED 19 0 #12 RED TURNLOCK = L IO /N INTERIOR LIGHTS (3X) BEEN DISTRIBUTED WITH THE
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NOTES:

DOOR ALARM
CONTACTS CLOSE UPON DOOR

CLOSURE. WHEN DOOR IS OPENED,
CONTACTS OPEN SENDING AN ALARM.

SMOKE ALARM (EQUIPMENT)

CONTACTS ARE CLOSED UNDER A “NO
SMOKE” CONDITION. WHEN SMOKE IS
DETECTED, THESE CONTACTS OPEN
SENDING AN ALARM.

HYDROGEN DETECTOR

SIGNALS HYDROGEN LEVEL INCREASE
AND SIGNALS FAN TO RUN.

HIGH TEMPERATURE ALARM

BLK \

THE HIGH TEMPERATURE ALARM IS SET
TO OPEN ON TEMPERATURE INCREASE
OR RISE. SET POINT IS 85"

1. ALL ALARM WIRES TO BE #22 SOLID/SHIELDED PAIRED
WIRE UNLESS OTHERWISE NOTED. (P/N 400011)
2. TERMINATE WIRES TO LEFT SIDE OF ALARM BLOCK AT

PINS INDICATED.

85

— #22 SOLID
PIN 1
422 SOLID RED
C PIN 2
422 SOLID BLK
NC PIN 3
S 422 SOLID RED
PIN 4
#22 SOLID BLK
NC PIN 5
#22 SOLID RED
C PIN 6
— #22 SOLID BLK
PIN 7
. #22 SOLID RED
PIN 8 _////

TO ALARM BLOCK
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WIRE, #22/2 SOLID,
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CEILING \

1/4” TAPCON

= - s - - - - ==
I« siiall
180 / 180
UNISTRUT
N CABLE LADDER . 5/8" ALLTHREAD

N

3/8" HARDWARE

=
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HANGER DETAIL
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